NOTE:

» STENCH IN OFFICE FROM
SEWER,

« SEWER CONNECTED TO GOV.
SYSTEM

+G.l. OUTSIDE, CLEANED
EVERYDAY.

+ POTABLE WATER SERVICE
FROM NORTH EAST CORNER.
WATER HAMMER PROBLEMS
3-4 TMES A YEAR, PIPES
BURST.

« FIRE HYDRANTS ONSITE, BUT
DO NOT WORK, FIRE PUMP
DOESN'T WORK.

« PARKING ENOUGH FOR
STAFF, VISITORS

*MOST KIDS BUSED, 11
BUSES GETS SOME

CONGESTED.
*NO RETAINING WALLS

WM. WATER METER

SMH: SEWER MANHOLE

FH:  FIRE HYDRANT

D= DRAIN INLET

T.D.: TRENCH DRAIN

G.T.: GREASE TRAP
SPECIAL FLOOD HAZARD AREAS SUBJECT TO
INUNDATION BY THE 1X ANNUAL CHANCE FLOOD

/ ZONE A: NO BASE FLOOD ELEVATIONS
DETERMINED.

3 >_ o [ ] oner arexs
W ZONE X: AREAS DETERMINED TO BE OUTSIDE
B THE 0.2% ANNUAL CHANCE FLOODPLAN
S ~ 1% ANNUAL CHANCE FLOODPLAIN BOUNDARY
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DISCLAIMER: SITE PLAN FEATURES ARE CONCEPTUAL AND NOT INTENDED FOR DESIGN PURPOSES




